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December 14, 2020

Parker Water and Sanitation District
18100 E. Woodman Drive
Parker, CO 80134

RE: 	Parker and Pine Filing 1, AMD 2, Lot 1-3 - Multifamily

Dear Drayton Sanderson:
Thank you for the comments on October 26th, 2020 for the above-mentioned project. To address your comments concisely and simplify your review process, we have summarized your comments and our responses below.  

MULTIFAMILY REVIEW COMMENTS

· List all fittings on overall utility plan and profile sheet with numbers (man holes, blow offs, gate valves, butterfly valves, fire hydrants, air release valves, etc. i.e. PP-GV1, PP-FH1 or PP-MH1).
· KHA Response: Fittings have been labeled and numbered per the examples above on the overall utility plan and water main plan and profile.
· A Letter of Credit or Cash in Lieu based on the approved Engineers Estimate shall be submitted prior to plan approval.
· KHA Response: Acknowledged.
· A wet stamped and signed Engineers Estimate with a 20% contingency must be submitted for verification and District approval. The approved document will be an Exhibit for the Standard Improvement Agreement and Letter of Credit.
· KHA Response: An Engineers Estimate has been included with this submittal.
· Submit an executed Standard Improvement Agreement with all required exhibits. 
· KHA Response: Acknowledged. Standard Improvement Agreement currently being reviewed internally.
· All easements must be called out and shown on the plans as well as the Plat. The District requires single utility easements to be 30-foot exclusive PWSD easements and multiple utilities to be 50-foot non-exclusive PWSD easements (with 10-feet separation between any utility). ALL easements must be done by separate document (on the District’s standard Easement Agreement) regardless if they are done by Plat.
· KHA Response: Acknowledged, proposed easements have been added to the plans and plat. Easement packages will be provided closer to plan approval.
· On sheet C7.2, please center the fire hydrant in the easement North of Building 1. All fire hydrants are required to have 10ft of easement to each side of the hydrant (20ft total width) and 5ft of easement behind. 
· KHA Response: Addressed.
· No more than one fire hydrant may be out of service with the closing of one or more valves. Because two fire hydrants are on a dead end main, please connect the fire hydrant North of building 2 to the 8” water main the runs between buildings 2 and 3(see red line plans.
· Please add a gate valve South of the cross or just north of buildings 2 and 3(see redline plans.
· KHA Response: As discussed with Robert, water main extended through parking field to create a looped system.
· There are multiple water and sanitary sewer service lines shown in gray that will not be used for Buildings 2, 3, and 4. Please remove all service line stubs out that will not be used for all proposed Multifamily family buildings on this plan as well as in the Infrastructure plan. Please add proposed service lines that will be used to the approved Infrastructure plans (see redline plans clouded service lines for stub outs in question).
· KHA Response: All unused stubs removed from infrastructure project currently under construction.
· Submit the plumbing plans for the buildings(s) for verification and calculation of tap size (include engineer’s figure count worksheet). The District uses the 2009 IPC for sizing water taps.
· Show and call out irrigation taps and sizes on Water and Sanitary Sewer construction plans.
· KHA Response: A 1.5” Irrigation tap has been added to the Irrigation drawings.
· Submit landscape/irrigation plans for verification and calculation of tap size(s) (include completed PWSD landscape worksheet-one worksheet per tap). PWSD Landscape/Irrigation worksheet is available online, at www.pwsd.org/developer.html. The approved worksheet must be shown on the approved landscaped plans.
· KHA Response: A completed PWSD landscape worksheet has been added to the landscape plans
· Please call out how many water and sanitary sewer services lines are going to be installed on the materials list on the cover sheet.
· KHA Response: Addressed.
· Please include the PWSD sizing worksheet in the irrigation plans.
· KHA Response: A completed PWSD landscape worksheet has been added to the landscape plans
· Please note, domestic and irrigation tap fees are required to be paid prior to plan approval.
· KHA Response: Acknowledged. 
· Please note, engineering inspection/review fees are required to be paid before plan approval.
· KHA Response: Acknowledged. 
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Dan Skeehan, P.E.
Project Engineer
	kimley-horn.com
	4582 South Ulster Street, Suite 1500, Denver, CO 80237
	303 228 2300



	kimley-horn.com
	4582 South Ulster Street, Suite 1500, Denver, CO 80237
	303 228 2300



image1.jpg
Kimley»Horn




