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February 16, 2021

Parker Water and Sanitation District
18100 E. Woodman Drive
Parker, CO 80134
RE: 	Parker and Pine Filing 1, AMD 2, Lot 1-3 – Multifamily
	T.O.P. Project #SP20-084
	PWSD Project #2020-377

Dear Drayton Sanderson:
Thank you for the comments on January 12th, 2021 for the above-mentioned project. To address your comments concisely and simplify your review process, we have summarized your comments and our responses below.  

MULTIFAMILY REVIEW COMMENTS

· A Letter of Credit or Cash in Lieu based on the approved Engineers Estimate shall be submitted prior to plan approval. A wet stamped and signed Original Engineers Estimate with a 20% contingency must be submitted for verification and District approval. The approved document will be an Exhibit for the Standard Improvement Agreement and Letter of Credit. Submit an executed Standard Improvement Agreement with all required exhibits.
· KHA Response: Acknowledged. A wet stamped and signed engineer’s estimate will be provided prior to plan approval.
· Building #4 is over PWSD’s 2” tap fixture limit of 533FU. On the fixture worksheet, it states total fixture units to be 642WSFU. Please either remove plumbing fixtures in the building or upsize to a 3” tap.
· KHA Response: Per email correspondence with PWSD staff on December 3rd, 2020, it was deemed acceptable for building 4 to use a 2” water tap with a 3” upsize after the meter.
· Redesign building #4 sanitary sewer service lines to have two connections to the 8” sanitary sewer main. PWSD would prefer each side of the buildings dedicated service line run directly into our main rather than tee with a single line running to the main. See redline plans. Note no additional tap fee will be required for two sanitary sewer connections on the main.
· KHA Response: Per discussions with PWSD staff, the plans have been updated accordingly. A second connection to the sanitary main line is proposed on the west side of building 4.
· All water taps require curb stop valves location to be called out on plans. Please note curb-stops are not allowed in any parking spots. 
· KHA Response: Acknowledged. Standard PWSD detail to be utilized.  Curb stop locations added to plans.
· Please profile the proposed 8” water main suppling building #3.
· KHA Response: Addressed, refer to sheet C7.4.


· Please note, engineering inspection/review fees, domestic and Irrigation tap fees are required to be paid before plan approval. Easement documentation with signed PWSD easement agreements attached are required to be submitted prior to approval. Easement documentation must be wet stamped/signed and original no copies/PDF will be accepted.
· KHA Response: Acknowledged. 

Please contact me with any questions or concerns (303.228.2318)




Dan Skeehan, P.E.
Project Engineer
	kimley-horn.com
	4582 South Ulster Street, Suite 1500, Denver, CO 80237
	303 228 2300
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